Configuration Parameter Upload

FC 1020
procGlobTransfCfgParReq

FC 120
transferCfgPar_inputMod

FC 1000
checkDataBlockHeader

FC 20
myBLKMOV

FC 124
transferCfgPar_outputMod

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 20
myBLKMOV

FC 130
transferCfgPar_profibMod

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 20
myBLKMOV

FC 102
transferCfgPar_Input

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 1600
checkChannelAddress

FC 20
myBLKMOV

FC 104
transferCfgPar_Relay

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 1600
checkChannelAddress

FC 20
myBLKMOV

FC 110
transferCfgPar_Temp

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 1600
checkChannelAddress

FC 20
myBLKMOV

FC 111
transferCfgPar_Humid

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 1600
checkChannelAddress

FC 20
myBLKMOV

SFC 20
BLKMOV




OB 1

FC 101
transferCfgPar_AnallkGr

FC 1000
checkDataBlockHeader

FC 1601
checkllkSensorMask

FC 1602
checkllkRelayMask

FC 20
myBLKMOV

FC 108
transferCfgPar_AnallkGr

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 1602
checkllkRelayMask

FC 20
myBLKMOV

FC 140
transferCfgPar_PLC

SFC 20
BLKMOV

FC 1000
checkDataBlockHeader

FC 20
myBLKMOV

FC 1012
computeGlobalStatusFlags

FC 1013
computeGlobalErrorFlags

SFC 20
BLKMOV




Diagnostic Functions

OB 35

FC 1059

readModuleDiagnostics

SFC59
RD_REC

FC 1051

readModuleStatus

SFC51
RDSYSSY

OB 81

L

FC 52

readPLC_LEDs

SFC51
RDSYSST

FC 1080
logMessage

FC 1059

readModuleDiagnostics

SFC59
RD_REC

OB 83

FC 1080
logMessage
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FC 1051

readModuleStatus

SFC51
RDSYSSY

OB 84

|

FC 1080
logMessage

OB 85

FC 1080
logMessage

OB 86

SUNSCNeC

FC 1080
logMessage

FC 1080
logMessage

OB 87

:

FC 1080
logMessage

OB 88

:

FC 1080
logMessage

OB 121

!

FC 1080
logMessage

OB 122

:

FC 1080
logMessage




Interlock Processing

FC 1006
procGlobalAcknRequest

FC 1009
readPushButtonStatus

FC 1008
procGlobalResetRequest

FC 1009
readPushButtonStatus

FC 1007
procGlobalKillRequest

FC 1009
readPushButtonStatus

FC 402
readDigitallnputs

FC 1400
computeAlarmStatus

FC 21
myFILL

FC 410
readTemperatureSensors

SFC 21
FILL

FC 1400
computeAlarmStatus

FC 21
myFILL

FC 411
readHumiditySensors

SFC 21
FILL

FC 1411
computeRelHumidity

FC 1412
computeDewPoint

FC 1400
computeAlarmStatus

FC 21
myFILL

FC 420
readInputModuleStatus

SFC 21
FILL

FC 1420
unpackModuleStatusBits

FC 1400
computeAlarmStatus

FC 21
myFILL

FC 424
readOutputModuleStatus

SFC 21
FILL

FC 1420
unpackModuleStatusBits

FC 1400
computeAlarmStatus

FC 21
myFILL

FC 430
readProfibModuleStatus

SFC 21
FILL

FC 1420
unpackModuleStatusBits

FC 1400
computeAlarmStatus

FC 21
myFILL

SFC 21
FILL




OB 1

FC 440
readPLC_Status

FC 21
myFILL

FC 301
processAnallkGroups

SFC 21
FILL

FC 21
myFILL

FC 308
processDiglnterlocks

SFC 21
FILL

FC 21
myFILL

FC 1307
processGloballnterlock

FC 304
setRelays

SFC 21
FILL




